The modern Power Distribution Systems (PDS) operate more and more often with distributed generators and the optimal operation of the utility distribution systems has to take into account the possibility of bi-directional energy flows, although this event may only occur for some of the PDS. For this reason, the analysis methods that are usually employed to investigate the electrical behavior of the PDS can be more or less effective, depending on the typology of electrical loads connected to the line and on the presence or absence of Renewable Energy Sources (RES). This paper proposes either a methodology to select the best performing mathematical tool to investigate the electrical behavior of the PDS-depending on their linearity and stationarity-either an index to discriminate the PDS on the basis of a different amount of PV penetration. The proposed approach is applied to three real cases of PDS with different characteristics: residential and commercial, in the presence or absence of PV plants. In addition, two indices that are able to characterize the PDS in terms of periodicity and disturbance of the electrical signal are considered, specifically the phase coherence between two arbitrary signals and the phase coherence between an arbitrary signal and a reference one. The combined use of these indices can give valuable information about the degree of non-linearity and can be a measure of the PV penetration in a distribution circuit.
Introduction
Thanks to the availability of big data [1] , which require advanced processing techniques [2] , the strategies for planning, designing, management, and operating of electrical power systems have been deeply modified and the Smart Grids (SGs) represent the new paradigm. Moreover, it results that the electrical signals of a SG can be linear or nonlinear, stationary or non-stationary, periodic or a-periodic [3] [4] [5] , depending on the loads that are connected to the Power Distribution Systems (PDS) (static, rotating), to the power electronics and to the typology of the energy sources (deterministic or stochastic). In fact, the large penetration of PhotoVoltaic (PV) power in the PDS causes a lack of reactive power [6] , introducing specific and not trivial problems for the correct and effective operation of the line, because of the unpredictability of the produced energy [7] . Again, another known issue is the reduced system inertia that happens when high PV power is injected into the line [8] . Since other specific problems (e.g., presence of time-varying loads, not dispatchable energy sources, not optimized allocation of energy sources because of the previous combined effects) that are directly related to grid-connected RES can affect the operation of the grid, in the last years the attention of the researchers has been posed on the grid integration of the PV systems [9] [10] [11] [12] [13] , wind plant [14] , and so on.
A methodology able to classify the most suitable analysis method for each typology of the PDS under investigation is proposed. This paper gives a double contribute to the state of art: the phase coherence index to compare the similarity between two electrical signals and a methodology to choose the most effective analysis method for the PDS under investigation. In particular, the phase coherence index is a measure of coherence between two time dependent signals. In this paper, the phase coherence is used two times to accomplish two purposes. In the first time, the coherence degree between a reference signal and the signal under investigation is calculated, in order to evaluate the linearity of the electrical signal. This information is used to choice the most suitable analysis method of an electrical signal, as it will be explained later. In the second case, the phase coherence index is calculated between two electrical signals of different PDS (with and without PV plants), in order to estimate the different penetration level of the PV power. The monitoring of this value can be useful to prevent the major disturbances in distribution systems, as the voltage variation [33, 34] and the harmonic distortion [35] . Instead, the proposed methodology allows for selecting always the best analysis method (among HHT/FFT/WA) of the electrical signal. In fact, even if the FFT is the simplest and fastest method to use, it is able to extract all the operating modes of the electrical signal, only if it is linear and stationary. Otherwise, if the signal is linear but nonstationary, WA is more effective than FFT. Finally, if the signal is nonlinear, only HHT can extract all the operating modes.
The paper is organized as follows. Section 2 details the procedure and introduces the Phase Coherence (PC) index. Section 3 describes a real case study-constituted by three different PDS-, applies the methods, discusses the results, and classifies the methods. The conclusions are reported in Section 4.
Methodology
The proposed methodology to study the electrical behavior of PDS is based on the analysis of the electrical current signals. Since the electrical signals can be linear or nonlinear, stationary or nonstationary, depending on the connected loads and/or the presence of RES, there is no a unique optimal analysis method. So, the proposed methodology (as shown in the flowchart of Figure 1 ) is based on several checks (colored blocks) on the dataset in order to select, step by step, the most suitable method. The first check (blue block) is the linearity degree of the analyzed signal, which can be evaluated by means of the PC index (Equation (1) ) that returns the coherence degree between two signals and is defined by [3] :
where FFT is the Fast Fourier Transform, while Φ a and Φ b represent the phases of the two electrical signals. The PC index varies in the range 0 ÷ 1, where 0 indicates that the two signals are not coherent and 1 means that they are totally coherent. In particular, PC index is used for two different aims: (i) if one of the two signals used in (1) is a reference signal (for example a sinusoidal signal), then the index provides a measure about the discrepancy of the signal under test with respect to the reference one (in this case it is named PC ref ); (ii) if the electrical signals deriving from two PDS are compared, the PC gives the information about the mutual similarity (here it is named PC sigs ). In the first case, PC re f = 1 says that the system under investigation is linear, otherwise it is nonlinear. If the system is nonlinear, then the most suitable analysis method to characterize an electrical signal is the HHT, which extracts the time-varying oscillations, named Intrinsic Mode Function (IMF), by means of the EMD. The Hilbert transform Y(t) = H{X(t)} (Equation (2)) of a time-dependent signal X(t) is given by:
where P denotes the principal value. In this paper, the electrical signal X(t) is represented by the current i(t).
The Hilbert complex extension of X(t) is Z(t) = X(t) + j Y(t) = X(t) + j H{X(t)} = a(t)e j θ(t) , where j is θ(t) = arctan(Y(t))/X(t), respectively. The signal X(t) can be decomposed into a finite collection of IMFs [36] , i.e., X(t) = ∑ N l=1 c l (t) + r N (t), with c l (t) the time-dependent IMFs with variable amplitude and r N (t) the non-oscillatory residue term, resulting from the sifting process. The number of oscillations of the IMFs decreases as the order of IMF increases; this depends on the iterative extraction procedure of each IMF. In fact, each step of EMD produces a new signal that is equal to the subtraction between the original one and the mean value of the envelope curves of its local maximum and minimum values. 
with the amplitude of , and ,  1, 2,..., l N. The complex representation (Equation (3)) of each IMF c l (t) is the following: 
The original amplitude X(t) (Equation (4)) of the electrical signal expanded in a Fourier representation via the IMF components can be written in the form:
with Re the real part and f l the instantaneous frequency of the l-th IMF. The residue r N (t) is neglected, when it is a monotonic function without the possibility to extract another IMF. Instead, if the system is linear, it needs a second check (orange block in Figure 1 ) to determine whether the signal is stationary or not. The signal is stationary when the summary statistics (e.g., mean and variance) are stable during a long time, i.e., they have no trend and no variation. The verifications are usually done in two alternative ways. The first one provides that the time series is divided into more partitions and the means and variances of the groups are compared each other; this technique is known as runs test. If the differences are not statistically significant, then the time series is likely stationary. The second one is based on statistical tests (e.g., the Augmented Dickey-Fuller's (ADF) test [37, 38] based on the unit root test) and on the null hypothesis that the time series is stationary. ADF returns the p-value; so, fixing the significance level α = 0.05, if p − value < α, the null hypothesis is rejected, and the time series is non-stationary. In this case, the most suitable method to characterize an electrical signal in the time-frequency space is the WA, which is based on a function-called wavelet mother. Here, the Morlet wavelet mother [39] , which is often chosen in the applications of power systems [28] , is used. There are several orthogonal wavelet families, which are the Daubechies, Symlets, Coiflets, and Meyer, whereas the criteria to select the mother wavelet are the following [40] :
•
The wavelet should have an enough number of vanishing moments to represent the main features.
The wavelet should provide sharp cutoff frequencies to reduce the amount of leakage energy.
The total wavelet energy should be higher than that of the same feature of the same signal.
The wavelet basis should be orthonormal.
When considering a time domain signal x(t), the continuous wavelet transform (Equation (5)) is a linear function given by:
with s and u the scale and translation parameters of the mother wavelet ψ(t) (Equation (6)) that in this case is:
where f B and f C are two characteristic parameters [41] . In addition, the HHT can be used to study linear and nonstationary signals, but it does not return further information with respect to the one obtained by WA, and the extraction of the information is more complicated. Instead, if the signal is linear and stationary, then the most suitable method is surely the FFT, because it returns reliable and fast results. Also, in this case, it is possible but less convenient to apply WA or HHT. Finally, the penetration of PV plants can be evaluated (green block in Figure 1 ), calculating the PC sigs index by means of (1) 
Results and Discussion
The case study is constituted by several real PDS, containing active and passive circuits. The active ones are characterized by bidirectional energy fluxes, due to the presence of distributed generators that inject relevant amount of power; instead, the passive ones are interested by energy flux along a unique direction. In particular, the attention is focused on three distribution circuits, named L1, L2, and L3, having different electrical behavior. L1 is a passive distribution circuit, whereas L2 and L3 are active (Table 1 ). L1 has a peak power of about 100 kW and no PV plant is connected. L2 has about 108 kWp of PV power with a maximum peak of absorbed power of about 80 kW. L3 has only one 6-kWp grid-connected PV plant, with a peak-absorbed power of 50 kW. The three distribution circuits have about the same length. Moreover, the users of the L1 and L2 are almost exclusively residential, whereas L3 feeds commercial users. Regarding the acquisition system, the datalogger of DSO is set to store one sample every 10 minutes, then acquires 144 samples per day and covers the period from September 2013 to June 2014, corresponding to nine months with a total amount of about 40,000 samples. Following, the results coming from the application of the proposed methodology to the case under test are presented. Figure 3 reports the time-domain waveforms of the currents flowing in one of the three phases (specifically the phase B) for each considered distribution circuit L1, L2, and L3, during the whole period of investigation. The currents system is not symmetric (here not shown) and the maximum current values of the different circuits are different. L1 has a maximum current amplitude between 100 A and 150 A (depending on the phase), the peak amplitude of L2 is 100 A for the three phases, whereas L3 is less regular with peaks between 50 A and 80 A for the different phases. As it is evident, the distribution circuit L2 shows a more regular behavior during the whole period of acquisition than the other power distribution circuits. In addition, L3 is very noisy; this behavior can be ascribed to the typology of users that are connected to that distribution circuit. 
The case study is constituted by several real PDS, containing active and passive circuits. The active ones are characterized by bidirectional energy fluxes, due to the presence of distributed generators that inject relevant amount of power; instead, the passive ones are interested by energy flux along a unique direction. In particular, the attention is focused on three distribution circuits, named L1, L2, and L3, having different electrical behavior. L1 is a passive distribution circuit, whereas L2 and L3 are active (Table 1 ). L1 has a peak power of about 100 kW and no PV plant is connected. L2 has about 108 kWp of PV power with a maximum peak of absorbed power of about 80 kW. L3 has only one 6-kWp grid-connected PV plant, with a peak-absorbed power of 50 kW. The three distribution circuits have about the same length. Moreover, the users of the L1 and L2 are almost exclusively residential, whereas L3 feeds commercial users. Regarding the acquisition system, the datalogger of DSO is set to store one sample every 10 minutes, then acquires 144 samples per day and covers the period from September 2013 to June 2014, corresponding to nine months with a total amount of about 40,000 samples. Following, the results coming from the application of the proposed methodology to the case under test are presented. Figure 3 reports the time-domain waveforms of the currents flowing in one of the three phases (specifically the phase B) for each considered distribution circuit L1, L2, and L3, during the whole period of investigation. The currents system is not symmetric (here not shown) and the maximum current values of the different circuits are different. L1 has a maximum current amplitude between 100 A and 150 A (depending on the phase), the peak amplitude of L2 is 100 A for the three phases, whereas L3 is less regular with peaks between 50 A and 80 A for the different phases. As it is evident, the distribution circuit L2 shows a more regular behavior during the whole period of acquisition than the other power distribution circuits. In addition, L3 is very noisy; this behavior can be ascribed to the typology of users that are connected to that distribution circuit. Observing the flow-chart of Figure 1 , the first step is the check on the linearity of the signal, based on the PCref (it is worth mentioning that a coherence index equal to one means that the equivalent load is linear). As reference signal, a generic sinusoid with the same amplitude and frequency of the first harmonic of each line has been chosen. The analysis has been carried out during the different seasons, circuit by circuit, and phase by phase. Figure 4 shows that the value of PCref of each line/phase/season is very different from one. Moreover, L3 is, on average, the less coherent than the other two PDS; in fact, the peak value 0.10 is never reached. The phases of L1, are, on average, the most coherent ones in the winter and the index follows the same trend for the three phases. The phases of L2 have very different behavior during all the seasons; also, in the spring, when the injected PV power has the maximum value and a minimum value of the index is expected, it is true for the phases B and C, whereas the phase A shows an opposite trend. This allows for affirming that the typology of the electrical loads and their utilization affect the electrical behavior of the distribution circuit more than the contribution of the injected PV power. In general, we can also observe that for the three studied distribution circuit, the minimum values of the coherence index appear in spring. These values evidence the presence of strong nonlinearities, so the blue block of Figure 1 suggests using HHT to study the electrical signals. Observing the flow-chart of Figure 1 , the first step is the check on the linearity of the signal, based on the PC ref (it is worth mentioning that a coherence index equal to one means that the equivalent load is linear). As reference signal, a generic sinusoid with the same amplitude and frequency of the first harmonic of each line has been chosen. The analysis has been carried out during the different seasons, circuit by circuit, and phase by phase. Figure 4 shows that the value of PC ref of each line/phase/season is very different from one. Moreover, L3 is, on average, the less coherent than the other two PDS; in fact, the peak value 0.10 is never reached. The phases of L1, are, on average, the most coherent ones in the winter and the index follows the same trend for the three phases. The phases of L2 have very different behavior during all the seasons; also, in the spring, when the injected PV power has the maximum value and a minimum value of the index is expected, it is true for the phases B and C, whereas the phase A shows an opposite trend. This allows for affirming that the typology of the electrical loads and their utilization affect the electrical behavior of the distribution circuit more than the contribution of the injected PV power. In general, we can also observe that for the three studied distribution circuit, the minimum values of the coherence index appear in spring. These values evidence the presence of strong nonlinearities, so the blue block of Figure 1 suggests using HHT to study the electrical signals.
HHT allows to outcome other frequency modes that the FFT is not able to find, being the Fourier analysis valid in the hypothesis of linear regime. In particular, the typical electrical signal analyzed here can exploit different working frequencies due to the non-linear and a-periodical working behavior. The results from the HHT analysis are proposed in Figure 5 , where each plot is referred to single distribution circuit. Each diagram highlights the frequencies of the IMFs. Some IMFs, in the high-frequency as well as in low-frequency spectrum, could not be revealed by the FFT analysis. Moreover, a deeper analysis has been carried out, subdividing the whole dataset in three subsets, each one corresponding to a season: autumn, winter and spring (see Table 2 ). It is possible to observe that the number of the computed IMFs is directly related to the noise present in the electrical signal. The results are similar to the ones of Figure 5 , but not all the IMFs are present in the current of each phase and of each distribution circuit. Observing the Figure 5 and the Table 2 , it results that L3 is noisier than the other two, as highlighted by the largest number of IMFs obtained from the HHT analysis. This behavior depends on the typology of the connected users (we remind that L3 is the commercial distribution circuit). HHT allows to outcome other frequency modes that the FFT is not able to find, being the Fourier analysis valid in the hypothesis of linear regime. In particular, the typical electrical signal analyzed here can exploit different working frequencies due to the non-linear and a-periodical working behavior. The results from the HHT analysis are proposed in Figure 5 , where each plot is referred to single distribution circuit. Each diagram highlights the frequencies of the IMFs. Some IMFs, in the high-frequency as well as in low-frequency spectrum, could not be revealed by the FFT analysis. Moreover, a deeper analysis has been carried out, subdividing the whole dataset in three subsets, each one corresponding to a season: autumn, winter and spring (see Table 2 ). It is possible to observe that the number of the computed IMFs is directly related to the noise present in the electrical signal. The results are similar to the ones of Figure 5 , but not all the IMFs are present in the current of each phase and of each distribution circuit. Observing the Figure 5 and the Table 2 , it results that L3 is noisier than the other two, as highlighted by the largest number of IMFs obtained from the HHT analysis. This behavior depends on the typology of the connected users (we remind that L3 is the commercial distribution circuit). Now, in order to appreciate the usefulness of the proposed index PCref for suggesting the most suitable method to study the electrical signals, the FFT and the WA are applied to the same dataset, showing that only partial results would have been obtained with respect to the ones calculated by HHT.
In fact, let us firstly consider the results from FFT ( Figure 6 ). It can be noted that the main harmonics are located at the same frequencies, even if the amplitudes of the harmonics vary either for different phases of the same distribution circuit either for different distribution circuits. The main excited modes are related to the time periods 24 h and 12 h associated to the first and second frequency peak (11.63 μHz and 23.17 μHz, respectively). In addition, the higher order harmonics are also present but with a smaller peak amplitude.
Comparing Figures 5 and 6 , it is evident that HHT returns richer information than FFT, revealing operating modes that are not captured by the FFT. In fact, while the FFT evidences only the fundamental component and its higher harmonics, the HHT also shows non-multiple behaviors of the fundamental one. This happens because the dataset is nonlinear and nonstationary, with the consequence that only HHT can give the complete information, whereas FFT shows its limits. Lastly, let us apply the WA (Figure 7) , which provides frequency vs time information. Basically, for the different cases reported, only two evident harmonics are excited, the fundamental one and the second one. However, a different temporal behavior is shown. In fact, it is easy to observe the fundamental component in all of the phases of the distribution circuits L1 and L2 (more evident in L1) for the In fact, let us firstly consider the results from FFT ( Figure 6 ). It can be noted that the main harmonics are located at the same frequencies, even if the amplitudes of the harmonics vary either for different phases of the same distribution circuit either for different distribution circuits. The main excited modes are related to the time periods 24 h and 12 h associated to the first and second frequency peak (11.63 µHz and 23.17 µHz, respectively). In addition, the higher order harmonics are also present but with a smaller peak amplitude.
Comparing Figures 5 and 6 , it is evident that HHT returns richer information than FFT, revealing operating modes that are not captured by the FFT. In fact, while the FFT evidences only the fundamental component and its higher harmonics, the HHT also shows non-multiple behaviors of the fundamental one. This happens because the dataset is nonlinear and nonstationary, with the consequence that only HHT can give the complete information, whereas FFT shows its limits. Lastly, let us apply the WA (Figure 7) , which provides frequency vs time information. Basically, for the different cases reported, only two evident harmonics are excited, the fundamental one and the second one. However, a different temporal behavior is shown. In fact, it is easy to observe the fundamental component in all of the phases of the distribution circuits L1 and L2 (more evident in L1) for the whole period, whereas the first harmonic of the line L3 (f = 11.63 µH) has an intermittent behavior. Concerning the second harmonic (f = 23.13 µH), it is possible to observe that it is quite constant during the whole temporal window for L1, it is intermittent for L3, whereas the amplitude of L2 is quite small. With this in mind, it results that the presence of PV plant can influence the second harmonic behavior; in fact, the second harmonic is negligible for L2, which has a great amount of PV power, whereas it is quite constant for L1, which has no PV plant connected. So, it results that WA gives more information than FFT in the case of non-stationary signals, because WA can extract the frequency components for many temporal windows inside the total investigation time. Nevertheless, also, the frequency components extracted by WA are less than the ones extracted by HHT, because WA is not suitable to strongly study nonlinear signals.
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(a) (b) (c) the whole temporal window for L1, it is intermittent for L3, whereas the amplitude of L2 is quite small. With this in mind, it results that the presence of PV plant can influence the second harmonic behavior; in fact, the second harmonic is negligible for L2, which has a great amount of PV power, whereas it is quite constant for L1, which has no PV plant connected. So, it results that WA gives more information than FFT in the case of non-stationary signals, because WA can extract the frequency components for many temporal windows inside the total investigation time. Nevertheless, also, the frequency components extracted by WA are less than the ones extracted by HHT, because WA is not suitable to strongly study nonlinear signals.
(a) (b) (c) Finally, to estimate the PV penetration, the PC sigs for the three possible combinations among the three distribution circuits under investigation have been calculated, choosing just one phase of each distribution circuit (the phase B in this case, but similar behaviors have been found for the other phases): current of L1 versus current of L2, current of L1 versus current of L3, current of L2 versus current of L3. The three indices are calculated for the three seasons (Figure 8) . It results that the distribution circuit L2 and L3 (both fed also by the PV generators) are the most coherent ones during the autumn and winter, instead L1 and L2 are the less coherent ones, because L1 is a passive distribution circuit, whereas L2 has the larger amount of PV power. The coherence degree between the distribution circuits L1 and L3 has an intermediate value. In spring, the great amount of current that is injected in L2 by the 108 kWp-PV generators completely modifies the mutual interactions. However, in general, the comparison of the coherence degrees of distinct active distribution circuits with respect to a common passive one can provide useful qualitative information about the presence of PV plants.
From all the previous analyses, it results that the main key findings of the proposed methodology are two. The first one regards the PC sig index that allows to distinguish the distribution circuits with different PV penetration, simply calculating an index. The monitoring of the PC sig can be useful to prevent the major disturbances in distribution systems, as the voltage variation and the harmonic distortion. Secondly, the proposed procedure allows to select the best analysis method among HHT/FFT/WA. In fact, even if the FFT is the simplest and fastest method to use, nevertheless, as evidenced above, the extraction of all the operating modes in presence of strongly nonlinear signals is possible only by using HHT. In fact, in the case study, several operating modes are not detected correctly by the FFT neither by the WA, but it is necessary to use mathematical methods (like the HHT) that are able to extract the main features of a non-linear, non-stationary, and non-periodic electrical signal. Finally, to estimate the PV penetration, the PCsigs for the three possible combinations among the three distribution circuits under investigation have been calculated, choosing just one phase of each distribution circuit (the phase B in this case, but similar behaviors have been found for the other phases): current of L1 versus current of L2, current of L1 versus current of L3, current of L2 versus current of L3. The three indices are calculated for the three seasons (Figure 8) . It results that the distribution circuit L2 and L3 (both fed also by the PV generators) are the most coherent ones during the autumn and winter, instead L1 and L2 are the less coherent ones, because L1 is a passive distribution circuit, whereas L2 has the larger amount of PV power. The coherence degree between the distribution circuits L1 and L3 has an intermediate value. In spring, the great amount of current that is injected in L2 by the 108 kWp-PV generators completely modifies the mutual interactions. However, in general, the comparison of the coherence degrees of distinct active distribution circuits with respect to a common passive one can provide useful qualitative information about the presence of PV plants.
From all the previous analyses, it results that the main key findings of the proposed methodology are two. The first one regards the PCsig index that allows to distinguish the distribution circuits with different PV penetration, simply calculating an index. The monitoring of the PCsig can be useful to prevent the major disturbances in distribution systems, as the voltage variation and the harmonic distortion. Secondly, the proposed procedure allows to select the best analysis method among HHT/FFT/WA. In fact, even if the FFT is the simplest and fastest method to use, nevertheless, as evidenced above, the extraction of all the operating modes in presence of strongly nonlinear signals is possible only by using HHT. In fact, in the case study, several operating modes are not detected correctly by the FFT neither by the WA, but it is necessary to use mathematical methods (like the HHT) that are able to extract the main features of a non-linear, non-stationary, and non-periodic electrical signal. 
Conclusions
In this paper, a methodology to select the best performing mathematical tool to study PDS, on the basis of its degree of both the linearity and the stationarity, has been proposed. This methodology can be applied in presence or in absence of distributed generators. In particular, different typologies of distribution circuits have been considered (residential, commercial, with or without connected PV 
In this paper, a methodology to select the best performing mathematical tool to study PDS, on the basis of its degree of both the linearity and the stationarity, has been proposed. This methodology can be applied in presence or in absence of distributed generators. In particular, different typologies of distribution circuits have been considered (residential, commercial, with or without connected PV plants), in order to verify the goodness of the proposed methodology. The case study has been based on the data of real and operating PDS and not on simulation data. After the preliminary study of the temporal evolution of the current of each distribution circuit, the index PC ref has been introduced to test the linearity degree of the electrical signal. A second check is done to define whether the signal is stationary. These verifications help the user to select the most appropriate method to study a generic electrical signal.
The proposed methodology has been applied to three different PDS, with the following results. The FFT analysis, which is also the most common mathematical tool, is very easy to be implemented, but is not useful to study signals with important nonlinearities. If the signal is not stationary, then the FFT does not take into account this effect. In order to observe the nonstationary characteristic of the signal, the wavelet transform is a better approach than FFT, because it shows the amplitude of the excited frequency modes of the signal as a function of the time evolution.
Both FFT and WA are based on a linear approach; therefore, they are not able to study the frequency behavior of signals having strongly nonlinear characteristics. In the presence of nonlinear electrical signals, the HHT shows the best performance with respect to both FFT and WA, exploiting the excited modes in the frequency regime.
Finally, the use of the PC sig index has allowed evaluating the penetration of the PV power, on a seasonal basis, thanks to the use of a benchmark passive distribution circuit. Since the proposed approach allows for the feature extraction of the PDS, the future works will be the extension of this procedure for the load forecasting of PDS and for the fault detection issues.
